With the aim of improving the consumption capacity of distributed generation (DG) in the distribution network, the control strategy of the flexible multi-state switch (FMSS) for the maximum consumption of distributed generation is proposed. The principle that FMSS improves the consumption capacity of distributed generation is analyzed and verified by simulation. The estimating method for the maximum accessible capacity of distributed generation at the access point is proposed. For complex systems, the multi-objective function for maximizing the consumption of distributed generation was established, and the analytic hierarchy process and entropy weight method were combined to obtain the weight factor. Then, combined with system constraints, the results can be obtained by optimization algorithms. Finally, the control strategy of FMSS for maximum consumption of distributed generation was realized and verified in a simulation.
Introduction
With the increasingly prominent energy crisis, environmental degradation and other problems, distributed generation (DG) as an environmentally friendly, efficient and flexible form of power generation has been widely investigated and developed. Due to its inflexible structure and limited regulation means, the traditional distribution network cannot effectively suppress the uneven distribution of power flow brought by the access of DG, and the over-limit of feeder voltage, which limits the consumption capacity of DG in the distribution network [1] [2] [3] .
At present, there are two kinds of research methods on how to improve the consumption capacity of DG in the distribution network. One is to improve the consumption of DG by using the regulation method in the traditional distribution network. Some studies [4] [5] [6] introduced the distribution network reconstruction method oriented to the consumption of DG to obtain the optimal distribution network reconfiguration results and DG output scheme. However, the reconfiguration of the distribution network is completed by the opening and closing of the contact switch. In the actual operation process, there are problems, such as the delay of switching operations and the impact of the closing ring current, which affect the safe and reliable operation of the network. A further study [7] adopted a distributed model for predictive control to optimize and control the controllable DG, energy storage, flexible load and other controllable resources in the region. However, the optimization results depend on the accuracy of the model's prediction and cannot guarantee the actual optimization results.
In recent years, with the development of power electronics technology, the use of flexible devices to improve the ability of distribution network to consume DG has become the main research direction.
Among them, these studies [8, 9] changed the reactive power flow and adjusted the voltage deviation of the distribution network to increase the output of the distributed power supply by optimizing the configuration mode of the static var compensator (SVC) and static synchronous compensator (STATCOM) respectively. However, these methods can only adjust the distribution of reactive power flows. Therefore, the consumption ability of the distributed power supply needs to be improved.
Compared with the traditional power electronic reactive power compensation device mentioned above, a flexible multi-state switching (FMSS) device is featured with decoupling control of the power and reactive power, continuously adjustable power and fast response speed. This is the premise to realize the consumption capacity of DG in an optimized distribution network [10] .
However, some studies [11, 12] mainly realized the load transfer and network frame reconstruction between feeders of the distribution network through a soft-normally-open point (SNOP), to improve the consumption capacity of DG in the distribution network. Further studies [13] compared the consuming capacity of the three-terminal SNOP with a two-terminal SNOP for distributed power supply, and concluded that the three-terminal SNOP consumed 20% more distributed energy than the two-terminal SNOP, which verified the superiority of a multi-terminal flexible switch compared to a two-terminal flexible switch. Another study [14] established the flexible distribution of the distributed power maximum access capacity model, the multiple population genetic algorithm to obtain the global optimal solution and analysis, and completed the flexible distribution of DG based on SNOP maximum access capacity calculations. The maximum consumable capacity of a distributed power supply with different SNOP access modes and capacities is analyzed in detail.
However, the methods mentioned above all laid particular emphasis on system planning and topological structure change, and focused on how to use FMSS to improve the capacity of the distribution network to consume DG. There was no detailed study on the operation control strategy of FMSS, and therefore, real-time regulation of DG was not possible.
There are relatively few studies on the operation control strategy of DG based on FMSS. Further studies [15, 16] provided a detailed comparative analysis of network reconfiguration with SNOP, verified the advantages and potential benefits of SNOP in real-time adjustment, and put forward a simulated annealing (SA) and conic programming (CP) of hybrid optimization algorithms. This was to achieve the purpose of the distribution network operation sequence optimization. However, its objective function is the minimum value of energy loss in a period of an operation cycle, that is, 24 h to obtain a set of optimization results, which obviously does not meet the control requirements of real-time operation of the system.
Another study [17] established a two-stage tunable robust optimization model, which improved the calculation accuracy and efficiency of the robust optimization model, generated the robust operation strategy of the photovoltaic system, and improved the consumption capacity of the distribution network to photovoltaic. However, the voltage index in the objective function only works when the voltage exceeds the limit. Therefore, in the process of real-time adjustment of the system, the over-limit voltage may occur. In a further study [18] , a sensitivity method based on a Jacobian matrix was proposed to determine the adjustable capacity boundary of SNOP when the grid/feeder at both ends of SNOP had different loads and power generation conditions to obtain its control strategy. However, this research is still focused on the level of distribution network planning, and its method has the potential of real-time operation control, but still needs to be optimized and improved.
In this paper, a strategy regulation of FMSS is proposed to maximize the consumption of DG in the complex distribution network. Firstly, the principle of FMSS promoting the consumption of DG is analyzed. Secondly, the related indexes and constraints of the distribution network's consumption of DG are analyzed. The supply system operation constraints for the distributed power's given situation and voltage fluctuation index constructs the objective function using the improved particle swarm optimization algorithm. From this, the instruction value of each port of the flexible multi-state switch and the maximum output value of DG are obtained. Finally, a complex network distribution system based on three IEEE-33 node networks is used to verify the correctness and superiority of the real-time control strategy of FMSS for maximum consumption of DG.
Analysis of the Principle of FMSS Promoting the Consumption of DG

Analysis of the Capacity of Traditional Distribution Network to Consume DG
When analyzing the consumption capacity of the distribution network DG, the permitted access capacity of DG is firstly analyzed on the premise that the voltage of the access point of DG does not exceed the limit [19] . In this paper, the DG is equivalent to a special load with negative power. In the calculation of the system power flow distribution and voltage analysis, the access node of DG can be equivalent to PQ node. A method based on the short-circuit capacity of the access point can be used to determine the maximum access capacity of DG.
The equivalent circuit of Thevenin of Figure 1 is an example for analysis. E is the power supply voltage of the equivalent circuit, Z S is the equivalent impedance between the access point and the system power supply, and U is the voltage at the access point of DG. Assuming the corresponding current change on the line caused by the output of DG is ∆I, the voltage change of the access point value as shown in (1) .
where φ is the impedance angle, θ is the angle of the DG output current leading the voltage, that is, the negative value of the power factor angle. 
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where φ is the impedance angle, θ is the angle of the DG output current leading the voltage, that is, the negative value of the power factor angle. The short-circuit capacity of the DG access point is calculated as shown in (2)
where Sk is the short circuit capacity of the distributed power supply access point. ZS is the equivalent impedance between the access point and the system power supply, and U is the voltage at the access point of DG.
Combined with Equations (1) and (2), and as the distribution network analyzed in this paper is of voltage grade below 110 kV, the phase displacement at both ends of the line is not large. Therefore, the lateral component of the voltage variation can be ignored, thus, the relationship between the voltage variation of the access point of DG and the short-circuit capacity of the access point can be obtained as shown in (3):
where ΔSn is DG access apparent power size, namely ΔSn = PDG + jQDG.
Therefore, the relationship between the voltage deviation of the access point and access capacity of DG is:
According to Equation (4), when the allowable upper limit dmax of distribution network voltage deviation is known, the maximum allowable access capacity of DG at this access location can be obtained according to Equation (4) , as shown in (5). The short-circuit capacity of the DG access point is calculated as shown in (2)
where S k is the short circuit capacity of the distributed power supply access point. Z S is the equivalent impedance between the access point and the system power supply, and U is the voltage at the access point of DG. Combined with Equations (1) and (2), and as the distribution network analyzed in this paper is of voltage grade below 110 kV, the phase displacement at both ends of the line is not large. Therefore, the lateral component of the voltage variation can be ignored, thus, the relationship between the voltage variation of the access point of DG and the short-circuit capacity of the access point can be obtained as shown in (3):
where ∆S n is DG access apparent power size, namely ∆S n = P DG + jQ DG. Therefore, the relationship between the voltage deviation of the access point and access capacity of DG is:
According to Equation (4), when the allowable upper limit d max of distribution network voltage deviation is known, the maximum allowable access capacity of DG at this access location can be obtained according to Equation (4) , as shown in (5) .
For the traditional distribution network, the maximum capacity of the accessible DG depends on the maximum allowable voltage deviation of the distribution network. This occurs when the impedance angle between the power supply and the access point of DG, and the power factor of the access of DG and the short-circuit capacity at the input node have been determined.
Analysis of Consumption Capacity of DG after FMSS Is Connected
With the continuous increase of the permeability of DG, it is difficult to regulate the power flow of the traditional distribution network by traditional means. The power flow of each branch may exceed the limit of the feeder power flow, and the voltage of each node in the system can also greatly deviate from the nominal voltage of the system and exceed the allowable value of the voltage deviation. By virtue of its flexible and fast power flow regulation ability, FMSS optimizes the power flow distribution under the condition of high permeability of DG and inhibits the off-limit of the branch power flow and node voltage deviation to improve the consumption ability of DG in the distribution network.
The following is an example of the simple double-feeder distribution network model shown in Figure 2 to introduce the principle of FMSS to improve the consumption capacity of DG in the distribution network. For the traditional distribution network, the maximum capacity of the accessible DG depends on the maximum allowable voltage deviation of the distribution network. This occurs when the impedance angle between the power supply and the access point of DG, and the power factor of the access of DG and the short-circuit capacity at the input node have been determined.
The following is an example of the simple double-feeder distribution network model shown in Figure In the simple distribution network shown in Figure 2 , the two feeder ends are connected by FMSS. According to the operating constraints of FMSS, the active and reactive power relationship of the two ports is shown in (6).
The access DG is at j1, end node of feeder 1. According to (5) , the maximum capacity of DG that node j can access is SDG.max = PDG + jQDG. At this point, the node voltage deviation is shown in (7) . If the DG access capacity exceeds this value, the voltage deviation of node j1 exceeds the allowable voltage offset value.
when FMSS is connected, the voltage at node j1 changes to: In the simple distribution network shown in Figure 2 , the two feeder ends are connected by FMSS. According to the operating constraints of FMSS, the active and reactive power relationship of the two ports is shown in (6) .
The access DG is at j 1, end node of feeder 1. According to (5), the maximum capacity of DG that node j can access is S DG.max = P DG + jQ DG . At this point, the node voltage deviation is shown in (7) . If the DG access capacity exceeds this value, the voltage deviation of node j 1 exceeds the allowable voltage offset value.
when FMSS is connected, the voltage at node j 1 changes to:
Meanwhile, the voltage change at the end node j 2 on feeder 2 is:
In the low-voltage distribution network, there is little difference between the resistance and inductance, and the influence of resistance cannot be ignored. Therefore, both active power and reactive power have some influence on the voltage offset. By type (8), when FMSS absorbs active power from feeder 1 and transfers it to the end of feeder 2, the node voltage offset caused by the active power of DG at node j 1 can reduce. If FMSS simultaneously absorbs inductive power from feeder 1, the voltage offset caused by DG can further reduce, therefore, the digestible DG capacity at node j 1 increases. At the same time, Equation (9) shows that since feeder 2 receives the active power transferred from feeder 1 by FMSS, the terminal node voltage increases and the offset also decreases. If FMSS absorbs capacitive reactive power here, the terminal node voltage will further increase. It can be seen that FMSS can increase the consumption capacity of distribution network to the DG by regulating the active power flow between feeders and the reactive power at the port, and at the same time, achieve the effect of feed load balance and overall reduction of node voltage deviation.
The Control Strategy of FMSS for Maximum Consumption of DG
The above analysis of the consuming ability of DG in the distribution network after FMSS is connected illustrates the principle of FMSS promoting the consuming ability of DG in the distribution network. In this section, for large-scale systems, the DG that can be absorbed by each node under the rated capacity of FMSS can be solved through optimization algorithms after multiple nodes are connected to DG. Therefore, the FMSS real-time control strategy aiming at the maximum consumption of DG is realized.
The Objective Function for Consumption of DG Is Established
DG Maximizes Consumption Indexes
The maximum consumption of DG refers to the maximum active power output of DG that can be absorbed by the distribution network under the constraints of system operation. Its value is mainly related to the distribution network structure, the system operation mode, the access mode, the access location and the access power factors of DG [20] . According to the theoretical analysis in the first part of this paper, the main factor limiting the consumption of DG is the maximum allowable value of voltage deviation. Therefore, for the relevant evaluation indexes of the maximum consumption of DG in the distribution network, this paper mainly considers two indexes, namely, the output of DG and voltage deviation. The calculation method of indexes is shown in (10) and (11).
(1) The output of DG min
where P DG.imax is the maximum active power output by DG; P DG.i is the actual active power output of DG; and N DG is the number set of DG.
(2) Voltage deviation:
In this paper, the advantages of using the above two indicators as the objective function is, in sampling time, to take all network node voltages and all of the DG output as optimization objectives in each sampling instant. Therefore, at every sampling moment, the voltage quality and DG output of the whole distribution network can be optimized to achieve a real-time operation effect. Compared with the objective function in references [15, 16] mentioned above, it has better real-time characteristics.
Where, t is the network number, n is the number of nodes, U t,n is the voltage per unit value of n nodes in network t, U t is the node set in each network, and M represents the number of network interconnection based on multi-terminal flexible DC devices.
Considering the above two operating indexes, the optimization problem is transformed into a multi-objective optimization form. The multi-objective optimization problem cannot simply determine the optimal solution by comparing the value of the objective function. The linear weighted sum method is usually used to convert multiple targets into a single target, as shown in (12):
where λ is the weight coefficient, λ 1 + λ 2 = 1.
Objective Function Weight Coefficient Selection Method
This paper combines the analytic hierarchy process and the entropy weight method to determine the index weight of the objective function in Equation (12) .
The analytic hierarchy process (AHP) is a multi-objective optimal weight coefficient allocation method that combines qualitative and quantitative analysis. Its advantage is that it can quantify the experienced judgments of decision makers, which is more practical in the case of complex target structures and the lack of necessary data [21] . The entropy weight method is an objective method to judge the weight coefficient of each index, and determine the weight of each index according to the variability of the index, and can make the value of each index into a dimensionless form.
As AHP is based on expert experience and subjective scores, the influence of the expert's rich experiences on index weight cannot be ignored. However, the entropy weight method is an objective evaluation method, which calculates the weight according to the objective data, reflects the intensity of relative competition of the index data, and its influence on index weight cannot be ignored. Therefore, the combination of the analytic hierarchy process and the entropy weight method can make the final weight coefficient consider both subjective and objective factors, and unify the dimensions of each sub-function when determining the weight coefficient in this paper.
Assuming the weight factor obtained by the analytic hierarchy process is ω j and the weight factor obtained by the entropy weight method is k j, then the calculation method of the comprehensive weight coefficient determined by combining the analytic hierarchy process and the entropy weight method is shown in (13) .
Constraints of Distribution Network Operation Including Flexible Multi-State Switch
Operating Constraints of Flexible Multistate Switches
This paper takes FMSS of three ports as an example to study the constraint conditions of power flow control of each port when FMSS is in a steady state operation. The topology of the three-terminal flexible multi-state switch is shown in Figure 3 . Where, A end and B end are running in the rectifier state, and C end is running in the inverter state. Z A , Z B and Z C are the ac side impedance at the three ends of the device. In general, the rated operating loss of the flexible multi-state switches is approximately 3%-5% of the rated power [22] . When analyzing the operating constraints of FMSS, only the equality constraints and inequality constraints of the three ports active power and the reactive power of FMSS are considered. When FMSS is running, the active power flows between the three ends of the power grid through the dc side, and the reactive power is only exchanged between this port and the power grid connected with this port. The output range is restricted by the port capacity and the active power of the port. Therefore, the equality constraint is mainly for the coupling relationship between the active power of each port, and the inequality constraint is for the inequality conditions of the active power, reactive power and capacity of each port.
The three-port FMSS can be equivalent to the three-port passive network for analysis. According to the principle of conservation of active power, the equation constraint conditions of FMSS are shown in (14) . The inequality constraints of FMSS can be obtained by defining active power, reactive power, apparent power and capacity, as shown in (15 
System Operating Constraints
The system operating constraints mainly include the system operating voltage level constraints, branch capacity constraints and the system power flow constraints. The system operating voltage horizontal con- When analyzing the operating constraints of FMSS, only the equality constraints and inequality constraints of the three ports active power and the reactive power of FMSS are considered. When FMSS is running, the active power flows between the three ends of the power grid through the dc side, and the reactive power is only exchanged between this port and the power grid connected with this port. The output range is restricted by the port capacity and the active power of the port. Therefore, the equality constraint is mainly for the coupling relationship between the active power of each port, and the inequality constraint is for the inequality conditions of the active power, reactive power and capacity of each port.
The three-port FMSS can be equivalent to the three-port passive network for analysis. According to the principle of conservation of active power, the equation constraint conditions of FMSS are shown in (14) . The inequality constraints of FMSS can be obtained by defining active power, reactive power, apparent power and capacity, as shown in (15) .
where P FMSS 
The system operating constraints mainly include the system operating voltage level constraints, branch capacity constraints and the system power flow constraints. The system operating voltage horizontal constraint and branch capacity constraint are inequality constraints, as shown in (16) and (17) respectively. The system power flow constraint is an equation constraint, as shown in (18) and (20) .
where t is the network number, n is the number of nodes, U t,n is the voltage of n nodes in the network t. In this paper, in addition to the above system constraints, the output range of DG should also be considered. The constraints are shown in (21) .
Optimal Algorithm for Maximum Consumption of DG
In this paper, according to the objective function and constraint conditions described in the previous section, a particle swarm optimization (PSO) algorithm is used to obtain the maximum output scheme of DG under load variations. Due to the large number of control variables, it is easier for the traditional PSO algorithm to get into the local optimal solution. In order to improve the global search ability of PSO in the initial stage and to ensure better search performance in local optimization in the later stages, this study modified the inertia weight of PSO and introduced the second-order nonlinear decreasing inertia weight w [23] , so as to better balance the global search ability and local search ability of the algorithm. Compared with the linear decreasing inertia weight, this method has a better ability to get out of the sub-optimal solution. The improved particle swarm updating equation is shown in (22) .
where: V id is the velocity of the particle; K is the number of current iterations; w is the inertia weight coefficient, which represents the coefficient that the particle maintains its original velocity; c 1 and c 2 are the learning factors of particles, respectively self-cognition and social cognition. P id is the historical optimal value searched by the i th particle itself. X id is the current position of the particle; r 1 and r 2 are random numbers in the interval [0,1]. P gd is the optimal solution currently searched by all particles. Further, w start is the initial inertia weight; w end is the inertia weight when iteration reaches the maximum number; T max is the maximum number of iterations. The inertia weight of the improved PSO algorithm decreases with the increase of the iteration number, and the change of the initial inertia weight w start to the end of the iteration weight w end changes with the change of an iteration number as a quadratic function. At the beginning of iteration, the inertia weight is larger, the step size of searching for the optimal particle iteration is larger, and the ability of searching in a wide range is stronger. As the number of iterations increases, the inertia weight decreases, and the step size of the particle iteration to find the optimal one decreases. Therefore, the particles conduct deep excavation near the current optimal solution. The flow chart of the improved PSO algorithm is shown in Figure 4 .
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Input initial data and parameters
Initialize the speed and position of each particle (active and reactive power instruction value of each port of FMSS , output of each DGs) The weight coefficient is determined by combining the analytic hierarchy process and entropy weight method mentioned in Section 2. The specific steps are as follows: (1) Using the weight coefficient ωj obtained by the analytic hierarchy process to construct a single objective function, the fitness function of PSO is used to conduct an iterative solution of PSO; (2) The optimal position reached by each particle (including the local optimal solution and the global optimal solution) is recorded, as are the four single objective function values which correspond to the optimal position of each particle as the basic data; (3) The use of basic data on the entropy weight of each objective function value calculation, and according to (13) , the comprehensive consideration of the analytic hierarchy process and entropy weight method of each objective function weight coefficient λ1, λ2 through the integration of the two methods obtains the objective function index weight coefficient as λ1 = 0.734, λ2 = 0.266. The weight coefficient is determined by combining the analytic hierarchy process and entropy weight method mentioned in Section 2. The specific steps are as follows:
(1) Using the weight coefficient ω j obtained by the analytic hierarchy process to construct a single objective function, the fitness function of PSO is used to conduct an iterative solution of PSO; (2) The optimal position reached by each particle (including the local optimal solution and the global optimal solution) is recorded, as are the four single objective function values which correspond to the optimal position of each particle as the basic data; (3) The use of basic data on the entropy weight of each objective function value calculation, and according to (13) , the comprehensive consideration of the analytic hierarchy process and entropy weight method of each objective function weight coefficient λ 1 , λ 2 through the integration of the two methods obtains the objective function index weight coefficient as λ 1 = 0.734, λ 2 = 0.266.
The weight coefficient is substituted into Equation (12) and is taken as the objective function, and then solved by PSO algorithm to obtain the final optimization result.
Example Simulation
Simulation of Consumption Capacity of Traditional Distribution Network
In this paper, the ability of the distribution network to consume DG without FMSS is simulated. The IEEE 33-node system is used to access DG at the 17th node. When the network load remains unchanged, the output of the DG is gradually increased from zero to obtain the network node voltage with a different capacity, as shown in Figure 5 . In the figure, the X-axis is the node number and the Y-axis is the per-unit value of node voltage. As shown in the figure, the simulation results show that increasing the output of the distributed power supply leads to increasing node voltage, which may further lead to over-limit voltage. It is shown that the maximum capacity of DG without FMSS access is determined by the system voltage constraint. The weight coefficient is substituted into Equation (12) and is taken as the objective function, and then solved by PSO algorithm to obtain the final optimization result.
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Simulation of Consumption Capacity of Distribution Network with FMSS
It is proposed that the regulation strategy in this paper is more universal, and especially suitable for complex distribution systems. In this paper, MATLAB is used to establish a distribution network system with three-terminal FMSS, as shown in Figure 6 . The three-terminal FMSS connects three IEEE 33-node systems, and FMSS is connected to the distribution network at the 13th node. Several DG are connected in network 1 and network 2 respectively, and their access location and maximum access capacity are shown in Table 1 . The distribution network system model established is shown in Figure 6 . The access location and the maximum output power of DG are shown in Table 1 . In order to simplify the optimization process, only the active power output of DG is considered in this paper. 
It is proposed that the regulation strategy in this paper is more universal, and especially suitable for complex distribution systems. In this paper, MATLAB is used to establish a distribution network system with three-terminal FMSS, as shown in Figure 6 . The three-terminal FMSS connects three IEEE 33-node systems, and FMSS is connected to the distribution network at the 13th node. Several DG are connected in network 1 and network 2 respectively, and their access location and maximum access capacity are shown in Table 1 . The distribution network system model established is shown in Figure 6 . The access location and the maximum output power of DG are shown in Table 1 . In order to simplify the optimization process, only the active power output of DG is considered in this paper. When studying the maximum consumption of DG, this paper analyzes the operation mode that is most unfavorable to the consumption of DG. According to the operating mode characteristics of the system, when the system operates in the mode of minimum load, the larger the output of DG is, the more limited the operating parameters of the system can be, such as the node voltage, branch power flow, etc. Therefore, it is reasonable to analyze the consumption capacity of DG in the distribution network under the mode of minimum load.
Results and Discussions
Verification of DG Absorption Strategy Based on FMSS
Under the operating condition of the distribution network system mentioned above, according to the above algorithm, the consumption of DG is adjusted and controlled in real time through the control strategy of FMSS. I added a sequential optimization step in MATLAB program to change the output of photovoltaic power generation (PV) and wind power output throughout the period, means that the load changes the output every half hour for a time node, and results in sequential optimization. The diurnal variation curves of PV, wind power generation and the load are obtained when FMSS is not connected and the rated capacity of different FMSS is connected, as shown in Figure 7 . The maximum output of wind power is set as 1 (P.U.) and When studying the maximum consumption of DG, this paper analyzes the operation mode that is most unfavorable to the consumption of DG. According to the operating mode characteristics of the system, when the system operates in the mode of minimum load, the larger the output of DG is, the more limited the operating parameters of the system can be, such as the node voltage, branch power flow, etc. Therefore, it is reasonable to analyze the consumption capacity of DG in the distribution network under the mode of minimum load.
Results and Discussions
Verification of DG Absorption Strategy Based on FMSS
Under the operating condition of the distribution network system mentioned above, according to the above algorithm, the consumption of DG is adjusted and controlled in real time through the control strategy of FMSS. I added a sequential optimization step in MATLAB program to change the output of photovoltaic power generation (PV) and wind power output throughout the period, means that the load changes the output every half hour for a time node, and results in sequential optimization. The diurnal variation curves of PV, wind power generation and the load are obtained when FMSS is not connected and the rated capacity of different FMSS is connected, as shown in Figure 7 . The maximum output of wind power is set as 1 (P.U.) and the maximum output of PV is 1.2 (P.U.). The Y-axis represents the output of DG/load capacity, and the X-axis is the time. Figure 7a shows the condition where the distributed power supply is not connected, and Figure 7b -e shows the rated capacity of the FMSS that is connected is 1 MVA,3 MVA,5 MVA and 10 MVA, respectively.
By comparing the output of DG without access to FMSS as shown in Figure 7a and the access to FMSS as shown in Figure 7b -d, it can be seen that under the same load change and after FMSS is connected, the output of PV and wind power are significantly improved. In other words, FMSS in the optimization model mentioned above can effectively improve the consumption capacity of the distributed power supply in the distribution network.
As can be seen from Figure 7b -d, with the increase of the rated capacity of FMSS, the output of photovoltaic and wind distributed power supply also increases. This indicates that, within a certain range, appropriately increasing the rated capacity of FMSS can increase its capacity to consume DG. Comparing Figure 7d ,e, it can be seen that the rated capacity of FMSS has been doubled, but the output of DG has hardly changed. This is because when the FMSS of 5 MVA is connected, the output of DG has been optimized near its rated capacity in accordance with the optimization strategy in this paper. Therefore, it is of little significance to increase the capacity of FMSS in this case.
the maximum output of PV is 1.2 (P.U.) . The Y-axis represents the output of DG/load capacity, and the X-axis is the time. Figure 7a shows the condition where the distributed power supply is not connected, and Figure 7b -e shows the rated capacity of the FMSS that is connected is 1 MVA,3 MVA,5 MVA and 10 MVA, respectively.
As can be seen from Figure 7b -d, with the increase of the rated capacity of FMSS, the output of photovoltaic and wind distributed power supply also increases. This indicates that, within a certain range, appropriately increasing the rated capacity of FMSS can increase its capacity to consume DG. Comparing Figure 7d ,e, it can be seen that the rated capacity of FMSS has been doubled, but the output of DG has hardly changed. This is because when the FMSS of 5 MVA is connected, the output of DG has been optimized near its rated capacity in accordance with the optimization strategy in this paper. Therefore, it is of little significance to increase the capacity of FMSS in this case. Figure 8 shows the voltage changes of each node of network 3 at different time periods throughout the day before and after FMSS is connected. Figure 8a shows the situation when FMSS is not connected, and Figure 8b shows the situation when FMSS is connected. Where the X-axis represents the time, the Y-axis represents the node number, and the Z-axis represents the per-unit value of node voltage:
Verification of Voltage Fluctuation Suppression Effect of Distribution Network
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When the capacity of FMSS is 3 MVA, the active and reactive power instructions of each port in the optimization process are shown in Figure 9 and the ordinate unit is MW/MVar. P1, P2 and P3 respectively represent the active output values of three ports of FMSS. Q1, Q2 and Q3 respectively represent the reactive output values of three ports of FMSS. Among them, the active and reactive power instruction values of each port for the first 4 times are shown in Table 2 Appl. Sci. 2019, 9, x FOR PEER REVIEW 15 of 18 When the capacity of FMSS is 3 MVA, the active and reactive power instructions of each port in the optimization process are shown in Figure 9 and the ordinate unit is MW/MVar. P1, P2 and P3 respectively represent the active output values of three ports of FMSS. Q1, Q2 and Q3 respectively represent the reactive output values of three ports of FMSS. Among them, the active and reactive power instruction values of each port for the first 4 times are shown in Table 2   Table 2 . Active and reactive command value of each port in the first 4 h. Although seemingly complicated, the combination of the load variation and the DG output of the real time curve in Figure 7 , indicates that a complex distribution network system with a varying load can optimize the DG output under this strategy by stable and as large as possible real-time instructions.
Therefore, this algorithm has a good real-time performance. It can adjust the power of FMSS by tracking the change of the load in real time during the system operation to improve the consumption of DG. Meanwhile, FMSS can adjust the active power flow and reactive power flow. This is also the advantage compared to traditional flexible power devices, such as the static var compensator (SVC) which can only regulate the reactive power flow of the line. Figure 10 shows the effect of SVC, a traditional reactive power compensation device, used for the consumption of DG. The rated capacity of SVC is 5 MVA. It adopts the same calculation example and optimization algorithm as the FMSS. The X-axis represents time and the Y-axis is the output of DG or load values. By contrasting Figure 10 and Figure 7d , the same capacity of SVC compared with FMSS can be seen. The former significantly improves the consumption capacity of DG less than the latter. It has been proved that under the condition of the same real-time optimization strategy, FMSS has obvious advantages over SVC because it can change both the active power flow and reactive power flow of the distribution network. Although seemingly complicated, the combination of the load variation and the DG output of the real time curve in Figure 7 , indicates that a complex distribution network system with a varying load can optimize the DG output under this strategy by stable and as large as possible real-time instructions.
Comparison with Traditional Reactive Power Compensation Device
Therefore, this algorithm has a good real-time performance. It can adjust the power of FMSS by tracking the change of the load in real time during the system operation to improve the consumption of DG. Meanwhile, FMSS can adjust the active power flow and reactive power flow. This is also the advantage compared to traditional flexible power devices, such as the static var compensator (SVC) which can only regulate the reactive power flow of the line. Figure 10 shows the effect of SVC, a traditional reactive power compensation device, used for the consumption of DG. The rated capacity of SVC is 5 MVA. It adopts the same calculation example and optimization algorithm as the FMSS. The X-axis represents time and the Y-axis is the output of DG or load values. By contrasting Figures 10 and 7d , the same capacity of SVC compared with FMSS can be seen. The former significantly improves the consumption capacity of DG less than the latter. It has been proved that under the condition of the same real-time optimization strategy, FMSS has obvious advantages over SVC because it can change both the active power flow and reactive power flow of the distribution network. 
Conclusions
This paper focuses on the problem of improving the consumption ability of DG in the distribution network, and proposes a control strategy based on FMSS for maximum consumption of DG in the complex distribution network. Further, improved particle swarm optimization algorithms are used to realize the real-time control of DG.
The effectiveness of this strategy is verified by numerical examples, and the advantages of this strategy are proven by comparison with traditional reactive power compensation devices. Meanwhile, different from most studies based on the planning level, this paper focuses on the real-time operation level of the system and has the advantage of real-time adjustment.
From summarizing the theoretical analysis, the model establishment and the verification of simulation examples in this paper, the following conclusions can be drawn:
1. The main limiting factor of the consumption capacity of DG of the distribution network is the voltage deviation of network lines. FMSS can reduce the voltage deviation of the line by adjusting the active and reactive power flow distribution of the network, thus promoting the consumption ability of DG of the distribution network. 2. By comparing with traditional reactive power compensation devices, such as SVC and STATCOM, it can be seen that FMSS can simultaneously affect active and reactive power flows and have a stronger ability to consume DG. 3. In a certain range, appropriately increasing the rated capacity of FMSS can improve the consumption capacity of DG. 4. In the more complex distribution system, a regulation strategy based on FMSS proposed in this paper, which is oriented to the maximum absorption of the distributed power supply, can dynamically adjust with the change of the system state and has good real-time regulation characteristics. This improves the economy and efficiency of the distribution system. 
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The main limiting factor of the consumption capacity of DG of the distribution network is the voltage deviation of network lines. FMSS can reduce the voltage deviation of the line by adjusting the active and reactive power flow distribution of the network, thus promoting the consumption ability of DG of the distribution network.
2.
By comparing with traditional reactive power compensation devices, such as SVC and STATCOM, it can be seen that FMSS can simultaneously affect active and reactive power flows and have a stronger ability to consume DG.
3.
In a certain range, appropriately increasing the rated capacity of FMSS can improve the consumption capacity of DG. 4.
In the more complex distribution system, a regulation strategy based on FMSS proposed in this paper, which is oriented to the maximum absorption of the distributed power supply, can dynamically adjust with the change of the system state and has good real-time regulation characteristics. This improves the economy and efficiency of the distribution system. 
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